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Design Oversight / Coordination of Documents   

Reason   
 
Key Description: 

Revise structural steel and mechanical pipe layouts. 

  
Description: 

Revise structural steel size, layout, and elevations as well as mechanical piping locations and layout, to correct 
BIM model clashes detected by the general and mechanical contractors. 
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DRAWINGS 

 
Item 1:  Sheet M211A – PUMP LEVEL MECHANICAL PIPING PLAN - AREA 1A 
 

1. Replace existing sheet with revised sheet issued with this CB. 
2. Revise location of Mechanical pipe support at north end of 72” TWS header. From Col. N to support 

directly south. 
3. Revise location of mechanical pipe support at N.S and S.S. 
 

Item 2:  Sheet M211B – PUMP LEVEL MECHANICAL PIPING PLAN - AREA 1B 
 
1. Replace existing sheet with revised sheet issued with this CB. 
2. Revise location of Mechanical pipe support of 72” TWS header. From Col. Line H.9, directly to the 

south of H.9. 
3. Revise layout of 24” CHR pipe. Move location of pipe penetration thru chiller level floor to the west to 

accommodate piping shift on the chiller level. 
 

 Item 3:  Sheet M221B – CHILLER LEVEL MECHANICAL PIPING PLAN - AREA 1B 
 
1. Replace existing sheet with revised sheet issued with this CB. 
2. Revise layout of 24” CHR pipe. Route pipe to chiller to avoid conflict with structural member as        

shown in drawing. 
 

Item 4:  Sheet M231B – MEZZANINE LEVEL MECHANICAL PIPING PLAN - AREA 1B 
 
1.  Replace existing sheet with revised sheet issued with this CB. 
2.  Revise location of 24” Min. Temp.TW bypass pipe.  Relocate pipe and pipe supports 5’ south. 
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Item 5:  Sheet S201 – CHILLER LEVEL FRAMING PLAN 

 
1. Replace existing sheet with revised sheet issued with this CB. 
2. Revise hanger location between 4.2/5.1 on grid line N moved to the south to the next beam down. 

Beam size to be changed to W24x76. 
3. Revise Framing around opening in slab between 4.1/5.1 north of grid H.9. 
4. Revise hanger location between 4.1/5.1 on grid line H.9. Hanger moved south 1’-0”, two new @12x30 

were added to support the vertical members. 
5. Revise hanger location between 5.1/6.1 south of grid P.1 to west. 

 
Item 6:  Sheet S202 – CRANE RAIL AND PUMP LEVEL PIPING SUPPORTS 
 

1. Replace existing sheet with revised sheet issued with this CB. 
2. Revise hanger location between 4.1/5.1 on grid line N. Move hanger south to the next beam down  
3. Revise hanger location between 4.1/5.1 on grid line H.9. Move hanger south 1’-0”. 
4. Revise hanger location between 5.1/6.1 south of grid P.1. Move hanger west. 

 
Item 7:  Sheet S301 – ROOF FRAMING PLAN 
 

1. Replace existing sheet with revised sheet issued with this CB. 
2. Revise pipe support locations for relocated 24” Min. Temperature Bypass pipe. 

 
Item 8:  Sheet S302 – CRANE RAIL AND CHILLER LEVEL PIPE SUPPORT 
 

1. Replace existing sheet with revised sheet issued with this CB. 
2. Revise pipe supports and platform elevation for the 84” pipe between 3.1/4.1. 
3. Add pipe supports south of grid H.9 in between 4.1/6.1. 
4. Revise note 3 elevation 
5. Revise pipe opening in the east catwalk to accommodate revised pipe location. 

 
 
 

 


