Agency Request for
A/E Selection
June 2013
Agency:  Department of Military Affairs
DMA CONTACT:
LTC Daniel Pulvermacher, 608-242-3359, daniel.pulvermacher@wi.gov
LOCATION:   Madison, Dane
Project Request:  Request the release of Federal Funds – Planning to prepare plans and a design report for the MADISON Joint Forces Headquarters Replace Chiller East Wing project.
project number:   13D3I
Project Description:  Replace the existing 146 ton chiller, air cooled condensers and all chilled water pumps on the East side of the building to meet the buildings cooling load and ventilation requirements. The project includes building load calculations as well as two system type comparisons.  A base system (direct replacement) as well as an alternate chiller configuration will be evaluated as part of this project.  
Justification: The chillers are at the end of life expectancy and not as efficient as new chillers.  Recently the west side chillers and air cooled condensing units were replaced.  Several remedial actions have been taken to address unit deficiencies with condensing units.  The refrigerant is R-22 which is no longer utilized for new units.  It would be most cost effective to replace the entire system.  
Budget and schedule: 
	 
Budget
	Federal
	Total

	
Construction
	
	

	Design 
	
	

	DFD Mgt
	
	

	Contingency 
	
	

	TOTAL
	$681,000
	 $681,000


	Schedule
	

	A/E Selection
	June 2013

	Design Report
	October  2013

	Building Commission
	December 2013

	Bid Opening
	July 2014

	Start Construction
	September 2014

	Substantial Completion
	January 2015

	Final Completion/Close out
	May 2015


Previous Action: None
